WIRELESSLY CONTROL LIGHTS IN MAIN BUILDING USING MOTION SENSOR MOUNTED
NEAR THE GATE TO THE PROPERTY.
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ALWAYS INSTALL DEVICES IN ACCORDANCE WITH LOCAL ELECTRICAL REGULATIONS.
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MOTION SENSOR MOUNTED NEAR THE ENTRANCE GATE TURNS ON A LIGHT AT THE
GATE, WHICH TRIGGERS WIRELESS SYSTEM TO SEND A CONTROL SIGNAL TO THE
MAIN BUILDING, WHERE LIGHT(S) MOUTED IN THE MAIN BUILDING ALSO TURN ON.

OPTIONAL WIRED SWITCH AT MAIN BUILDING ALLOWS LIGHTS IN MAIN BUILDING
TO TO BE TURNED ON LOCALLY. TO TURN LIGHT OFF, LOCAL SWITCH AND MOTION
SENSOR MUST BOTH BE OFF.

OPTIONAL WIRELESS SWITCH AT MAIN BUILDING ALLOWS LIGHTS IN MAIN
BUILDING TO TO BE TURNED ON LOCALLY. TO TURN LIGHT OFF, LOCAL SWITCH
AND MOTION SENSOR MUST BOTH BE OFF.
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